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NOTE:
EMS CONTROL PANELS SHALL BE MOUNTED ON SIDE
OF EACH AH AND (1) MOUNTED NEAR HX—1 IN
PENTHOUSE. PROVIDE ROUTER AND INTEGRATE WITH
(E) EMS SYSTEM. DUCT SMOKE DETECTORS SHALL BE
PROVIDED AND INSTALLED IN DUCT BY MECHANICAL
AND WIRED BY ELECTRICAL.
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